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FIRST FLOOR REFLECTED CEILING PLAN
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REFLECTED CEILING PLAN
GENERAL NOTES

I ALL CEILINGS TO BE INSTALLED AT EXISTING
HEIGHT UNLESS NOTED OTHERIISE DESIGN
INTENT 1S TO MATCH EXISTING CEILING HEIGHT
CONTRACTOR TO COORDINATE ALL HEIGHTS IN
FIELD WITH MECHANICAL, ELECTRICAL, PLUMBING
AND FIRE PROTECTION ITEMS (NEW AND EXISTING)
- NOTIFY ARCHITECT OF ANY DISCREPANCY
PRIOR TO INSTALLATION.

2 REFER TO ELECTRICAL PLANS FOR ADDITIONAL
CEILING MOUNTED DEVICES AND EQUIPMENT

3 REFER TO MECHANICAL, ELECTRICAL AND FIRE
PROTECTION DRAWINGS FOR ADDITIONAL
CEILING MOUNTED DEVICES AND EQUIPMENT

4 REMOVE AND REINSTALL EXISTING CEILING
SYSTEMS NOT SHOUN AS NEEDED TO PROVIDE
WORK INDICATED

5 CEILING WORK ON CORRIDORS 1S BY ALTERNATE
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REFLECTED CEILING PLAN
REFERENCED NOTES

2'%4" LED RECESSED LIGHT FIXTURES - REFER TO
ELECTRICAL DRAUINGS

EXIT SIGNS - REFER TO ELECTRICAL DRAUNGS
FIRE ALARM S$YSTEM DEVICES - REFER TO
ELECTRICAL DRAWINGS

MECHANICAL RETURN/EXHAUST - REFER TO
MECHANICAL DRAUINGS

SUSPENDED ACOUSTICAL TILE CEILING SYSTEM
HEIGHT TO MATCH EXISTING

SPRINKLER HEADS -REFER TO FIRE PROTECTION
DRAWINGS
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2'x4' SUSPENDED ACOUSTICAL TILE CEILING
SYSTEM

2' X 4' RECESSED LIGHT FIXTURE - REFER
TO ELECTRICAL DRAUWINGS

MECHANICAL RETURN/EXHAUST DIFFUSER
LOCATION.

& MECHANICAL SUPPLY DIFFUSER LOCATION
. SPRINKLER HEAD LOCATION
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SAT SUSPENDED ACOUSTICAL TILE CEILING
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2017 MECHANICAL RENOVATIONS AT
JACKSON ELEMENTARY SCHOOL
811 N. 400 E. VALPARAISO, IN. 46383

STSTEM
3 4 A WORK AREA
S
»
E K
.

7

KEY PLAN

NOT TO 8CALE

REVIBIONS:

MR

PROECT NMBER: [1-006

FIRST FLOOR REFLECTED CEILING PLAN




