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A-103

EXISTING BOYS
1-A

EXISTING STAIR

B-125 EXISTING C
ORRIDOR

B-124

EXISTING STORAGE

B-120

EXISTING VESTIBULE

B-122

EXISTING ENTRY

A-130

B-130 EXISTING FACU
LTY LOUNGE

B-133

EXISTING CLINIC
B-134

EXISTING RESTROOM

B-126EXISTING PRINCIPAL B-127

EXISTING CONFERENCE

B-131

EXISTING CORRIDOR B-132 EXISTING SEM
INAR

B-129EXISTING STORAGE B-128

EXISTING WORKROOM

B-137

EXISTING CAFETERIA

A-125

5-BEXISTING  CLASSROOM 5-A

EXISTING  CLASSROOM

5-CEXISTING  CLASSROOM 5-D

EXISTING  CLASSROOM

2-A

EXISTING STAIR

B-140

EXISTING CORRIDOR B-119

EXISTING MENS

B-118 EXISTING WO
MENS

B-117

EXISTING STORAGE

B-113

EXISTING MUSIC

B-139

EXISTING MULTI-PURPOSE

B-115 EXISTING OF
FICE

B-114

EXISTING STORAGE

B-116
EXISTING ARTB-111EXISTING FAN ROOMB-141EXISTING P.E. STORAGEB-110

EXISTING STORAGE

B-103

EXISTING DISHWASHING

B-104

EXISTING KITCHEN

B-106
EXISTING TOILETB-105

EXISTING STORAGE

B-142

EXISTING PUMP ROOM

B-107

EXISTING INCINERATOR

B-108

EXISTING BOILER ROOM

B-123C

EXISTING CORRIDOR

K-2EXISTING  CLASSROOMK-1

EXISTING  CLASSROOM

B-112EXISTING VESTIBULEB-109

EXISTING VESTIBULE
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= REMOVE EXISTING SEMI-CONCEALED HEAD IN LAY-IN CEILING.

= REMOVE EXISTING SEMI-CONCEALED HEAD IN NON LAY-IN CEILING.

SPRINKLER HEAD KEY

= EXISTING SPRINKLER HEAD IN CEILING TO REMAIN.

EXISTING SPRINKLER HEADS IN AREA TO BE REMOVED, REPLACED, AND
RELOCATED FOR NEW CEILING PLAN, CHECK NEW WORK FOR LOCATIONS.

EXISTING SPRINKLER HEADS IN THIS AREA TO REMAIN, UNLESS OTHERWISE
NOTED.

EXISTING HEADS IN THIS ROOM TO BE RELOCATED AS REQUIRED FOR NEW DUCT
LAYOUT.  ADD HEADS FOR BELOW DUCTS.

EXISTING CEILING BEING REMOVED.  REMOVE SPRINKLER HEADS.

THIS AREA IS AN ALTERNATE.
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